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18 December 2015 

Mr. Dallas Phillips 
Environmental Services Manager 
Virginia Department of Corrections 
Eastern Regional Office 
1001 Obici Industrial Boulevard, Suite F 
Suffolk, VA 23434 

Re: Reissuance of VPDES Permit No. VA0023329 
VADOC/Environmental Services Unit/Caroline Correctional Unit #2 
Caroline County 

Dear Mr. Phillips: 

The Department of Environmental Quality (DEQ) has approved the enclosed effluent limitations and monitoring requirements for the 
aforementioned permit. Copies of your permit and fact sheet are enclosed. 

A Discharge Monitoring Report (DMR) form is no longer included in the reissuance package since you are enrolled in DEQ's 
electronic DMR (eDMR) program. The first electronic DMR submittal for the month of January 2016 is due by 10 February 2016. 
Please reference the effluent limits in your permit and report monitoring results in eDMR to the same number of significant digits as 
are included in the permit limits for the parameter. 

The regional eDMR contact is Becky Vice; she may be reached at 703-583-3922 or via email at Rebecca. Vice@deq.Virginia.Rov. 

Please note that compliance with the permit's requirements for use and disposal of sewage sludge does not relieve you of your 
responsibility to comply with federal requirements set forth in 40 CFR Part 503. Until DEQ seeks and is granted authority to 
administer the Part 503 regulations by EPA, treatment works treating domestic sewage should continue to work directly with EPA to 
comply with them. For more information, you can call the EPA Region III office in Philadelphia at 215-814-5735. 

As provided by Rule 2A:2 of the Supreme Court of Virginia, you have thirty days from the date of service (the date you actually 
received this decision or the date it was mailed to you, whichever occurred first) within which to appeal this decision by filing a notice 
of appeal in accordance with the Rules of the Supreme Court of Virginia with the Director, Department of Environmental Quality. In 
the event that this decision is served on you by mail, three days are added to that period. 

Alternately, any owner under §§ 62.1-44.16, 62.1-44.17, and 62.1-44.19 of the State Water Control Law aggrieved by any action of 
the State Water Control Board taken without a formal hearing, or by inaction of the Board, may demand in writing a formal hearing of 
such owner's grievance, provided a petition requesting such hearing is filed with the Board. Said petition must meet the requirements 
set forth in § 1.23(b) of the Board's Procedural Rule No. 1. In cases involving actions of the Board, such petition must be filed within 
thirty days after notice of such action is mailed to such owner by certified mail. 

CERTIFIED MAIL 
RETURN RECEIPT REQUESTED 
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A Reliability Class I I is assigned to this facility and this facility has Class III licensed operator requirements. 

Please contact Douglas Frasier at 703-583-3873 or via email at Douglas. Frasier@.deq.virginia.gov should you have any questions 
concerning the permit. 

Bryant Thomas 
Regional Water Permits & Planning Manager 

Enc.: Permit for VA0023329 
Fact Sheet for VA0023329 

cc: DEQ-Water, OWPP 
EPA-Region III , 3WP12 
Department of Health, Culpeper 
Water Compliance, NRO 
Timothy Newton, VADOC via Timothv.Newton@vadoc.virginia.sov 
Lydell LeSane, VADOC via Lvdell.Lesane@vadoc.virginia.gov 

Respectfully, 



COMMONWEALTH of VIRGINIA 
DEPARTMENT OF ENVIRONMENTAL QUALITY 

Permit No. VA0023329 
Effective Date: January 1,2016 

Expiration Date: December 31,2020 

AUTHORIZATION TO DISCHARGE UNDER THE 

VIRGINIA POLLUTANT DISCHARGE ELIMINATION SYSTEM 

AND THE VIRGINIA STATE WATER CONTROL LAW 

In compliance with the provisions of the Clean Water Act as amended and pursuant to the State Water Control 
Law and regulations adopted pursuant thereto, the following owner is authorized to discharge in accordance with 
the information submitted with the permit application, and with this permit cover page, Part I - Effluent 
Limitations and Monitoring Requirements, and Part I I - Conditions Applicable To All VPDES Permits, as set 
forth herein. 

Owner Name: Virginia Department of Corrections 

Facility Name: Environmental Services Unit (ESU) / Caroline Correctional Unit #2 

County: Caroline 

Facility Location: 31285 Camp Road, Route 677, Hanover, VA 23069 

The owner is authorized to discharge to the following receiving stream: 

Stream Name 

River Basin 

River Subbasin 

Section 

Class 

Special Standards 

Herring Creek, UT 

York River 

None 

3 

III 

None 

Thomas A. Faha 
Director, Northern Regional Office 

Department of Environmental Quality 

~T)ecemWr \ 8 IS 
^ Date *~ 
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Effluent Limitations and Monitoring Requirements 
Outfall 001 - 0.037 MGD Facility 
1. There shall be no discharge of floating solids or visible foam in other than trace amounts. 
2. During the period beginning with the permit's effective date and lasting until the expiration date, the permittee is authorized to discharge from 

Outfall Number 001. Such discharges shall be limited and monitored by the permittee as specified below. 

Parameter Discharge Limitations Monitoring Requirements 

Monthly Average ( 1 ) Weekly Average(1) Minimum M a x i m u m ( 1 ) Frequency Sample Tvoe 

Flow ( 2 ) (MOD) NL NA NA NL l/D Estimate 

PH NA NA 6.0 S.U. 9.0 S.U. 1/D Grab 

BOD5

 ( 3 ) 20 mg/L 2.8 kg/day 30 mg/L 4.2 kg/day NA NA 1/M Grab 

Total Suspended Solids (TSS) ( 3 ) ( 4 ) 20 mg/L 2.8 kg/day 30 mg/L 4.2 kg/day NA NA 1/M Grab 

Dissolved Oxygen NA NA 6.5 mg/L NA 1/D Grab 

Ammonia, as N 1.3 mg/L 1.3 mg/L NA NA 1/M Grab 

E. coli (Geometric Mean)<5) 126 n/100 mL NA NA NA 1/W Grab 

Total Residual Chlorine 
(after contact tank) 

NA NA 1.0 mg/L NA 1/D Grab 

Total Residual Chlorine 
(after dechlorination) 

0.008 mg/L 0.010 mg/L NA NA 1/D Grab 

Total Kjeldahl Nitrogen (TKN) NL mg/L NA NA NA 1/YR Grab 

Nitrate+Nitrite, as N NL mg/L NA NA NA 1/YR Grab 

Total Nitrogen ( 6 > ( 7 ) NL mg/L NA NA NA 1/YR Calculated 

Total Phosphorus(7) NL mg/L NA NA NA 1/YR Grab 

(1) 

(2) 

(3) 

(4) 

(5) 

(6) 

(7) 

See Part I B. 
The design flow is 0.037 MGD. 
At least 85% removal for BOD; and TSS shall be attained. 
TSS shall be expressed as two significant figures. 
Between 10 AM and 4 PM. 
Total Nitrogen is the sum of Total Kjeldahl Nitrogen and 
NO2+NO3 Nitrogen and shall be calculated from the results of 
those tests. 
See Part I B 3 for reporting requirements. 

MGD = Million gallons per day. 
NA = Not applicable. 
NL = No limit; monitor and report. 

S.U. = Standard units. 

1/D = Once every day. 
1/W = Once every week. 
1/M = Once every month. 

1 /YR = Once every calendar year. 

Estimate = Reported flow is to be based on the technical evaluation of the sources contributing to the discharge. 
Grab = An individual sample collected over a period of time not to exceed 15-minutes. 

(The remainder of this page intentionally left blank) 
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B. Additional Monitoring Requirements, Quantification Levels and Compliance Reporting 

1. Additional Total Residual Chlorine (TRO Limitations and Monitoring Requirements 

a. The permittee shall monitor the TRC at the outlet of the chlorine contact tank once per day by grab sample. 

b. No more than three (3) of the total number of monthly samples taken at the outlet of the chlorine contact tank shall 
be less than 1.0 mg/L for any one calendar month. 

c. No TRC sample collected at the outlet of the chlorine contact tank shall be less than 0.6 mg/L. 

d. I f dechlorination facilities exist the samples above shall be collected prior to dechlorination. 

e. I f disinfection is by a method other than chlorination, E. coli shall be limited and monitored by the permittee as 
specified below and this requirement, i f applicable, shall substitute for the TRC and E. coli requirements delineated 
elsewhere in Part I of this permit. 

Discharge Limitations Monitoring 
Monthly Average Frequency Requirements Sample Type 

E.coli 126n/100mL 1/W Grab 
Geometric Mean Between 10 AM & 4 PM 

2. Quantification Levels 

a. The quantification levels (QL) shall be less than or equal to the following concentrations: 

Characteristic Quantification Level 

Total Suspended Solids (TSS) 1.0 mg/L 
Biochemical Oxygen Demand-5 day (BOD;) 2 mg/L 
Ammonia, as N 0.20 mg/L 
Total Residual Chlorine (TRC) 0.10 mg/L 
Total Kjeldahl Nitrogen (TKN) 0.50 mg/L 

b. The QL is defined as the lowest concentration used to calibrate a measurement system in accordance with the 
procedures published for the method. It is the responsibility of the permittee to ensure that proper quality 
assurance/quality control (QA/QC) protocols are followed during the sampling and analytical procedures. QA/QC 
information shall be documented to confirm that appropriate analytical procedures have been used and the required 
QLs have been attained. The permittee shall use any method in accordance with Part II.A of this permit. 

3. Compliance Reporting for Parameters in Part LA. 

a. Monthly Average - Compliance with the monthly average limitations and/or reporting requirements for the 
parameters listed in Part I.B.2.a. of this permit condition shall be determined as follows: All concentration data 
below the QL used for the analysis (QL must be less than or equal to the QL listed in Part I.B.2.a above) shall be 
treated as zero. All concentration data equal to or above the QL used for the analysis shall be treated as it is 
reported. An arithmetic average shall be calculated using all reported data for the month, including the defined 
zeros. This arithmetic average shall be reported on the Discharge Monitoring Report (DMR) as calculated. I f all 
data are below the QL used for the analysis, then the average shall be reported as "< QL". If reporting for quantity is 
required on the DMR and the reported monthly average concentration is < QL, then report "< QL" for the quantity. 
Otherwise, use the reported concentration data (including the defined zeros) and flow data for each sample day to 
determine the daily quantity and report the monthly average of the calculated daily quantities. 

b. Weekly Average - Compliance with the weekly average limitations and/or reporting requirements for the 
parameters listed in Part l.B.2.a. of this permit condition shall be determined as follows: All concentration data 
below the QL used for the analysis (QL must be less than or equal to the QL listed in Part I.B.2.a. above) shall be 
treated as zero. All concentration data equal to or above the QL used for the analysis shall be treated as reported. 
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An arithmetical 
complete calendarweek and entirely contamed within the reporting month. The maximum value of the weekly 
averages thus determined shall be reported on the OlvlR. If all data are belowtheQL used forthe analysis, then the 
weekly average shall be reported as"^QL". Ifreportmg for quantity is required on the DlvfR and the reported 
weekly average concentration is^QL, then report"^QL"forthe quantity. Otherwise use the reported 
concentration data (mcludmg the defmedzeros)andfiow data for each sample day to determm^ 
andreport the maximum weekly average ofthe calculated daily quantities. 

SmgleOatum^Anysmgle datum required shall be reported as " ^ Q L " i f i t is less than me QLu^ 
(QL must be less than or equal to the QL listed inPartl.B.2.a above). Otherwise the numerical value shall he 
reported. 

Significant Oigits^The permittee shall report at least mesame number of significant d^^ 
given parameter. Regarmess of me roundmg convention used by me perminee(i.e.5always rounding up orto the 
nearest even number), me perminee shall use me convention consistently and shall ensure that consulting 
laboratories employed by the permittee use the same convention. 

Por total phosphorus, all daily concentration data belowthe quantification level(QL)for me analytical method used 
should be treated as half the QL. An daily concentration data equal to or above the QL for the analytical method 
used shall be treated as it is reported. 

Portotal nitrogen (PT^),ifnoneofme daily concentration datafor me respective species (i.e. T ^ 
are equal to or above the QL forme respective analytical memods used, me dailyPN concentration v 
shall equal one halfofthe largest QL used tbrthe respective species. Ifoneofthe data is equal to or above the QL, 
me dailyPN concentration value shall be treated as that data point is reported. Ifmore than one ofthe data is above 
me QL, me dailyTN concentration value shall equal me sum of the data points as reported. 

C. Other Requirements and Special Conditions 

1. Capacity Reopener 

Awrinen notice andaplan of action for ensuring contmued compliance with the terms of this permit shall be submit 
to me OEQ-NorthemRegional Office (OEQ-l^O)when me montmy average fiowm^ 
plantreaches of me design capacity aumorizedmtlns permit for each month of any tln̂ ee co 
P^ewrinen notice shall be subminedwimm 30 days and me plan ofaction shall be received at me 
man 90 days ftom the mhd consecutive monmforwmch me fiow reached 95^ of the design capacity. Phe plan shall 
mclude me necessary steps andapromptschedmeofimplementation for connollmg any current or reasons 
anticipated problem resulting ftom high influent flows. Pailure to submit an adequate plan inatimely manner shall be 
deemedaviolation of this permit. 

2. Indirect Discharges 

PTieperminee shall provide adequate notice to me Department ofthe tbllowing: 

a. Any new mnoductionofpollutantsmto the treatment works ftom an mdirect discharger wh^^ 

Section 301 or 306 ofClean Water Act and me State Water Connol Law i f i t were directly discharging those 
pollutants; and 

b. Any substantial changemthe volume or character of pollutants bemgmtroducedmto the treats 
source mtroducmg pollutants mto me treatment works at me time ofissuanceofmi^ 

Adequate notice shall mcludemformation on (i) me quality and quantity of effiuentm^ 
and (ii) any anticipated impact ofme change on the quantity or quality ofeffiuent to be discharged ft^ 
works. 

Page3of5 

c. 

d 

e. 
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3. Operations and Maintenance Manual Requirement 

The pernnnee shall mamtamacurrent Operations andMamtenance(O^M) Manual forthen^ 
accordance wimVirgmia Pollutant Discharge Plimmation System Regulations, 9VAC25-31a^ 
TreatmentRegulations,9VAC25-790. 

The O^M Manual and subsequent revisions shall mclude me manual effective date and meet Part 11.̂ ^ 
Signatory Requirements ofthe permit. Any changes in the practices and procedures tbllowed by the permittee shall be 
documentedmtheO^MManualwithm90 days ofme effective date ofthe changes. The permittee shall operate the 
neatmentworksmaccordancewim me O^M Manual and shall make me O^M manual available to Departme 
personnelforreview during facility inspections. Within 30 days ofarequest by DPQ, the current O^M Manual shall be 
submitted to the DPQ-NRO for review and approval. 

The O^M Manual shall detail me practices and procedures which will befollowed to ensure compliance wimm^ 
requirements ofthis permit. Tins manual shall mclude,butnotnecessarily be limited to, mefollowing items, as 
appropriate: 

a. Permined outfall locations and techniques to be employedmme collection, preservation and analysis o^ 
storm water and sludge samples; 

b. Proceduresformeasurmg and recordmg me duration and volume of treated wastewater discharged; 

c. Discussion ofBest Management Practices, if applicable; 

d. Procedures tbrhandlmg,stormg and disposmg of all wastes, fluids and pollutants that will preve 

ftom reaching state waters. List type and quantity of wastes, nuids and pollutants(e.g.chemicals)stored at this 
iacility; 

e. Discussion oftreatment works design, neatment works operation, routme preventative mamtenance of units wimin 
me treatment works, critical spare parts inventory and record keeping; 

f. Plan forthe management and/or disposal ofwaste solids and residues; 

g. Hours ofoperation and staffmg requirements forme plant to ensure effective 
maintain permit compliance; 

h. List offacility,local and state emergency contacts; and 

i . Procedures mrreportmg and responding to any spills/overflows/treatment works upsets. 

4. Certificate to Construct/Certificate to Operate Requirements 

In accordance with ^ ^ ^ ^ C ^ ^ ^ ^ ^ ^ ^ ^ ^ r e g u l a t i o n ( 9 V A C 2 5 - 7 9 0 ) , me per^ 
to Construct(CTC)andaCertificate to C^erate(CTO)ftom me Department ofPnviron^ 
constructmg wastewater neatment works and operatmg the neatment works, respectively Non-compliance with the 
CTC or CTO shall be deemedaviolationofthe permit. 

5. Licensed Operator Requirement 

The permittee shall employ or contract at least one Class 111 licensed wastewaterworks operator formisfac The 
license shall be issuedmaccordance with Title 54.1 ofme Code ofVhginia and Board mr Waterworks and Wast̂  
Works Operators and Onsite Sewage System Professionals Regulations. The permittee shall notify the Departmentin 
writmg whenever he is not complymg, or has groundsfor anticipating he will not comply with mis requirement. The 
notification shall includeastatement of reasons andapromptschedulefor achieving compliance. 
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6. Reliability Class 

The permitted treatment works shall meet Reliability Class 11. 

7. Water Quality Criteria Reopener 

Should effiuentmonitormgmdicate me need for anywater quality-based limitations, this p e ^ 
alternatively revoked and reissued to mcorpomte appropriate limitations. 

8. Sludge Reopener 

The Boardmay promptly modify orrevoke and reissue mis permit if any applicable standardfor sewage sludge u^ 
disposal promulgated under Section 405(d) of me Clean Water Act is more strmgent man any requirements^ 
use or disposalmthis permit, or controlsapollutant or pracfice not limited in this permit. 

9. Sludge Use and Disposal 

The permittee shall conduct all sewage sludge use or disposal activitiesmaccordance with the Sludge Management Plan 
(SMP) approved with the issuance of this permit. Any proposed changes in the sewage sludge use or disposal practices 
or proceduresfollowed by me permittee shall be documented and subminedforDBQ 
effective date of the changes. Upon approval, the revised SMP becomes an enforceable part ofthe permit. The permit 
may be modified or altemativelyrevoked and reissued to mcorporate Imitations or conditions necessitated by 
substantive changesinsewage sludge use or disposal practices. 

10. Nutrient Reopener 

This permit may be modified or, altematively,revoked and reissued: 

a. If any approved wasteload allocation procedure, pursuant to Section 303(d) of the CleanWater Act, imposes 
wasteload allocations, Im îts or conditions on mefacilitymat are not consistent wim the permitrequiremem 

b. Tomcorpomteteclmology-basedeffiuent concentration Im^itationsfornut^^ 
nutrient control technology, whether by new construction, expansion orupgrade, or 

c. Tomcorpomtealtemativenutrient limitations and/or monitoring requirements, should: 

1) me State Water Control Board adopt new nutrient standards forme water body receivmg me discharge, m^ 
the Chesapeake Bay or its tributaries; or 

2) a mture water quality regulation or statute require new or alternative nutrient control. 

11. Total Maximum Daily Toad (TMDT)Reopener 

This permit shall be modified or alternatively revoked and reissued if any approved wasteloadanocationpr̂ ^ 
pursuant to Secfion 303(d) ofme Clean Water Act, imposes wasteload allocations, linnts or condifions on m^ 
mat are not consistent wim the permit requirements. 
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CONDITIONS APPLICABLE TO ALL VP 

A^ Monitoring 

L Samples and measurements requhed by mis permit shah be taken at the perrmt designated or approved location and 
be representative ofthe monitored activity. 

a. Monitoring shah be conducted according to procedures approved underTitle 40 Code ofPederal Regulations 
Part 136 or alternative memods approved by meU.S.Environmental Protection Agency,uniess other 
procedures have been specified in this permit. 

b. The permittee shall periodically calibrate and permrmmamtenanceprocedmes on all momtor^ 
mstrumentation at intervals that wih insure accuracy of measurements. 

c. Samples taken shah be anaiyzedmaccordancewithIVAC30-45,Certificationfor Noncommercial 
Envhonmentai Laboratories, or IVAC30-46, Accreditation for Cornmercial Environmental Laboratories. 

2. Any pollutant specifically addressed by mis permit mat is sampled or measured at the permit designated or approved 
location more ftequently than required by mis permit shah meet the requhementsinAIathroughcabove and 
resuhsofthismonitormg shall be mcludedmthe calculations and reportmgrequhedbymisp 

3. Operational or process control samples or measurements shah not be taken at the designated permit sampling or 
measurement locations. Operational or process control samples or measurements do not need tofohow procedures 
approved underTitle 40 Code ofPederal Regulations Part 136 or be analyzed in accordance withIVAC30-45, 
Certificationfor NonconnnercialEnvhonmental Laboratories, or 1VAC30-46, Accreditation for Cornmercial 
Environmental Laboratories. 

BD Records 

L Records ofmonitoring information shah include: 

a. The date, exact place, and time of sampling or measurements; 

b. The individua1(s)who performed the sampling or measurements; 

c. The date(s)andtime(s)ana1yses were performed; 

d. The individuaI(s)who performed the analyses; 

e. The analytical techniques or methods used; and 

f. The results of such analyses. 

2. Exceptforrecordsofmomtormgmmrmation required by this permit related to me perminee^ 
and disposal acfivities, which shall be retamedmraperiod of at least five years, me permittee shall retam 
a11monitormgmmrmation,mc1uding all calibration and mamtenance records and ah origmalstri^ 
for contmuousmonitormg instrumentation, copies ofall reports required by tms permit, and 
to complete the applicationfor mis permit,foraperiod of at Ieast3yearsftom me date of me sample, meâ  
report or application. This period ofretention shah be extended automatically during the course of any unresolved 
litigation regardmg the regulated activity orregardmgconnoi standards apphcable to me permit 
by the Board. 

C. ReportingMonitormgResuIts 

I . The permittee shah submit the results ofthe monitormg required by mis permit not later man melOm 
month aftermonitormg takes place, unless another reportmg schedule is specified elsewheremmisperm^ 
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Monitoring results shall be submitted to: 

Department ofBnvironmentalQuality^Normem Regional Office (DPQ-l^O^ 
13901 Crown Court 
Woodbridge,VA22193 

2. Monitormg results shall be reported onaDischargeMonitormg Report (DMR) or onforms provided,^ 
specified by the Department. 

3. Calculationsfor all limitations which requheaveragmg of measurements shall utilize an a r i t ^ 
otherwise specified in this permit. 

^ Duty to Provide Information 

The permittee shall furnish to me Departme 
determmewhemer cause exists for modifymg,revokmg and reissumg,ortermmatmg 
comphance with this permit. The Board may require me perminee to furnish, upon request, such plans, specifications, 
and omerpertmentmformation as may be necessary to determme me effect of me wastes ft^ 
quality ofstate waters, or such omermformation as may be necessary to accomplish me purposes ofme S t a t e d 
Control Law. The perminee shah also furnish to me Departmentuponrequest, copies ofrecordsrequ^ 
this permit. 

Ê  Compliance Schedule Reports 

Reports ofcomplianceornoncompliance with, or any progress reports on, mterim and fmalrequirements 
any compliance schedule of this permit shall be submined no latermanl^daysfollowing each schedule date. 

P. Unauthorized Discb^rges 

Exceptmcompliancewim mis permit, or anomerpermit issued by me Board, it shall be unla^ 

1. Discharge mto state waters sewage, mdustrial wastes, omer wastes, or any noxious or deleterious substances; or 

2. Dmerwisealterme physical, chemical or biological properties of such state waters and make mem detrm^ 
public healm, or to animal or aquatic lite, orto me use ofsuch waters for domestic or mdustrial consumpt̂ ^ 
recreation, orforotheruses. 

G. Reports ofUnauthorized Discharges 

Any perminee who discharges or causes or allowsadischarge of sewage, mdustrial waste, otherwastes or any noxious 
or deleterious substance into orupon state waters in violation ofPartll.P.;orwho discharges or causes or allowsa 
discharge mat may reasonably be expected to enter state watersmviolationofPartll.P., shall notify me Departs 
me discharge immediately upon discovery of the discharge, butmno case later man24 hours after said discovery. A 
written report ofmeunaumorized discharge shall be submined to me Department, witlhnfi 
discharge. The written report shall contain: 

1. Adescription ofthe nature and location ofthe discharge; 

2. The cause ofthe discharge; 

3. The date on which the discharge occurred; 

4. The length oftime that the discharge continued; 

5. The volume ofthe discharge; 

6. Ifthe discharge is continuing, how long it is expected to continue; 

7. I f the discharge is continuing,what the expected total volume of the discharge will be; and 
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8. A n y Steps p l a n n e d O r t a k e U t O r c d u C C , e l i m i n a t e and p r e v e n t a r e C U T T e n c e o f m e present d i scharge Or a n y futUTC 

discharges not authorized by this permit. 

Discharges reportable to me Department under me innnediatereportmgrequhements of ome 
from this requirement. 

ReportsofUnusualor Extraordinary Discharges 

I f any unusual or exnaordmary discharge mcludingabypass or upset should occur ftomatreatmentwor^^ 
discharge enters or could be expected to enter state waters, the permittee shall promptly notify,mno case later man24 
hours, me Department by telephone afterthe discovery of the discharge. This notification shall provide all available 
details ofmemcident,mcluding any adverse affects on aquatic lif^ and me Imown number offish k̂ ^̂  The permittee 
shall reduce the report to writmg and shall submit it to me Deparm^entwithm five days of discovery ofme 
accordance with Part 11.1.2. Unusual and extmordmary discharges mclude but are not limited to any discharge resulting 
from: 

1. Unusual spillage ofmaterialsresultmgdhectly or mdirectlyftom processing operations; 

2. Breakdown ofprocessing or accessory equipment; 

3. Failure or taking out ofservice some or all ofthe treatment works; and 

4. Flooding or other acts of nature. 

L Reports ofNoncompliance 

The perminee shall report any noncompliance which may adversely affect state waters ormayendangerpublic health. 

1. An oral report shall be provided withm24hours from me fime me permittee becomes aware ofmecir^ 
Thefollowmg shall be mcluded as mibrmation which shall be reported wimm24 hours un 

a. Any unanticipated bypass; and 

b. Any upset which causesadischarge to surface waters. 

2. A writtenreport shall be submitted within^days and shall contain: 

a. Adescription ofthe noncompliance and its cause; 

b. The period ofnoncompliance,mcluding exact dates and times, and ifthe noncompliance has not been corrected, 
the anticipated time it is expected to continue; and 

c. Steps taken orplarmed to reduce, eliminate, and prevent reoccurrence of the noncompliance. 

The Board may waive the wrinen report onacase-by-case basis forreports of noncompliance under Part 11.1. if the 
oral report has been received wimm24hours and no adverse impact on state waters has been reported. 

3. The perrninee shall report all mstancesofnoncompliancenotreported under Parts 11, l.l.or 1.2.,mwritm^ 
time the next monitoring reports are submitted. The reports shall contam the information listed in Part 11.1.2. 

NOTE: Theinm^ediate(withm24hours)reportsrequiredmPartsll,G.,Fl.andl.maybemadetomeDepar^ 
NormemRegionalDfficeat(703)^ 
httn^www.de^vir^mia.^ov/Pro^ramsBPollutionResnonsePrenarednessBMakm^aRenort.asnx. 

Forreports outside normal workmg hours, leaveamessage and this shall fulfill the innnediatereportmgr^^ 
For emergencies, the Vhgmia Department ofEmergency Services maintamsa24-hour telephone service at U80^ 
8892 
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^ Notice ofPlanned Changes 

1. The perminee shall give notice to the Department as soon as possible of anyplanned physical alterations or 
additions to the permitted tacility. Notice is required only when: 

a. The perminee plans alteration or addition to any buildmg, structure, facility,o 
or may beadischarge of pollutants, me construction of which commenced: 

1) Afterpromulgation of standards of performance under Section 306 of Clean Water Act which are 
applicable to such source; or 

2) After proposal of standards of performancemaccordancewim Section 306 of Clean Water Act which are 
applicable to such source, but only if me standards are promulgatedmaccordancewim Section 306 witlnn 
120daysoftheirproposal; 

b. The altemtion or addition could significantly change me natme or mcrease me quantity 
Tms notification applies to pollutants which are sub^ectneitherto effluent limitations nor to notificati 
requirements specified elsewhere in this permit; or 

c. The alteration or addition resultsmasignincantchangemme permittee's sludge use or d 
such alteration, addition, or change may^ustify me application ofpermit conditions mat are different 
absentmmeexistmg permit, mcludmg notification of additional use or disposal sites not reported durmgt^^ 
permit application process ornotreportedpursuantto an approved land application plan. 

2. The permittee shall give advance notice to me Department of any planned changesmme perming 
activity which may resultinnoncompliance with permit requirements. 

^ Signatory Requirements 

1. Applications. All permit applications shall be signed as tbllows: 

a. Toracorporationbyaresponsible corporate officer. Tor the purpose of this section,aresponsible corporate 
officer means: 

1) A president, secretary,treasurer,orvice-president of me corporationmchargeofaprmcipalbusmess 
function, or any omerperson who performs similarpolicy-or decision-makmgf^ 
corporation, or 

2) The manager ofone or more manufactnrmg, production, or operatmg facilities, provided the manager is 
aumortzed to make management decisions which govern me operanon of me regulatedfacilitymcluding 
havmg me explicit or implicit duty ofmakmgma^or capital mvestment recommendations, and mitiat^ 
and dhectmg other comprehensive measures to assure long term environmental compliance with 
envhonmental laws and regulations; me manager can ensure that the necessary systems are established or 
actions taken to gamer complete and accurate mformationfor permit application requirements; and where 
aumortty to sign documents has been assigned or delegated to me manager in accordance with corporate 
procedures; 

b. Torapartnershiporsoleproprietorship: byageneralpartnerortheproprietor,respectively; or 

c. Toramunicipality,state, federal, or omerpublic agency: by eimeraprmcipal executive offi^ 
elected official. Tor purposes of mis section,aprmcipal executive officer ofapublic agency includes: 

1) The chief executive officer ofthe agency,or 

2) A senior executive officer havmgresponsibilityforthe overall operations ofaprmcipal geographic unit 
the agency. 
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2. Reports, etc. All reports requhed by pernnts, and omermformation requested by the Board shall be signed bya 
person describedmPart 11.1 .̂1., or byaduly authorized representative ofthat person. A person isadnly authorized 
representative only i f 

a. Pheaumorization is made in writing byaperson described in Part 11.^.1.; 

b. Pheaumorization specifies eimer an mdividualorapositionhavmg responsibility for me overall operand 
me regulatedfacihty or activity such as the position of plant manager, operator ofawellorawell field, 
superintendent, position of eqmvalentresponsibility,or an mdividual or position havmg overall responsible^ 
for environmental matters forme company. (A duly authorized representative may thus be eitheranamed 
individual or any individual occupyinganamed position.); and 

c. The written authorization is submitted to the Department. 

3. Changes to authorization. If an aumorization under Part 11.1 .̂2.is no longer accurate becauseadifferent individual 
orposition has responsibility forme overall operation of me facility,anewaumorizationsatisfymgm^ 
ofPartlLl^.2. shall be submined to me Department prior to ortogemerwim any reports, or mformation to 
by an authorized representative. 

4. Certification. Any person signmgadocumentunder Parts 0,^.1.or ^.2. shall make the following certification: 

"1 certify underpenaltyoflaw mat mis document and all attachments were prepared undermy direction or 
supervisionmaccordancewimasystem designed to assure mat qualified personnel properly gather and 
evaluate the information submitted. Based onmy inquiry ofthe person orpersons who manage the system, or 
mose persons dhectly responsible mr garnering me information, me inmrmationsubm^ 
knowledge and belief, true, accurate, and complete, lam aware that there are significantpenaltiesfor 
submihmgfalsemformation,mcludmg me possibility of fme and impris 

L^ Duty to Comply 

Phe permittee shall comply with all conditions ofthis permit. Any permit noncompliance constimtesaviolation ofthe 
State Water Control Law and me Clean Water Act, except mat noncompliance with certam provisions ofmispernht ma 
constituteaviolation of the State Water Control Law but not the Clean Water Act. Permit noncompliance is grounds for 
enforcement action;forpermit termination, revocation and reissuance, or modification; or denial ofapermit renewal 
application. 

Phe permittee shall comply wimeffiuent standards orprohibitions established under Section 307(a) ofm^ 
Act mrtoxic pollutants and wim standards for sewage sludge use or disposal established under Section 405(d) ofm^ 
Clean Water Act wimm me tin^eprovidedmme regulations mat establish these standards orpro^^ 
sewage sludge use or disposal, even ifmispernhthas not yet been modified to mcorporate me requirement. 

M . Duty to Reapply 

I f me perrninee wishes to contmue an activity regulated by mis permit ahermeexphatm^ 
permittee shall apply for and obtainanew permit. All permineeswimacurrently effective permit shall submitanew 
application at leastl^O days bemre me expiration date ofmeexistmg permit, unless permission m^ 
granted bythe Board. Phe Board shall not grant permission mr applications to be subminedlaterman me expiration 
date ofthe existing permit. 

N^ Effect ofaPermit 

This permit does not convey any property rightsmeither real or personal property or any exclusive privileges, nor does 
it aumorize any in^uryto private property or mvasionofpersonal rights, or any inftmgement of ^ 
orregulations. 
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o. State Law 

Nommgmthis permit shall be construed to preclude me mstimtion of any legal action under, or 
Romany responsibilities, liabilities, orpenalties established pursuant to any omer state law orregulatio^ 
authority preserved by Section^lOofthe Clean Water Act. Except as provided in permit conditions on "bypassing" 
(Part ll.U.), and "upset" (Part ll.V.^nommgmthis permit shall be construed to relieved 
criminal penalties fornoncompliance. 

P. Oil and Hazardous Substance Liability 

Nommgmmis permit shall be construed to preclude me mstimtion of any legal action orrelie^^ 
responsibilities, liabilities, or penalties to which the perrmttee is or may be subject under Sections 62 
62.1-44.34:23 ofthe State WaterOontrolLaw. 

Q̂  Proper Operation and Maintenance 

The permittee shall at all times properly operate and mamtamallfacilities and systems oftreat^ 
related appurtenances)which are mstalledorused by the perminee to achieve compliance wim me conditions 
permit. Proper operation and mamtenance also mcludes effective plant performance, adequate fundm^ 
stafPmg, and adequate laboratory and process consols, mcludmg appropriate quality assurance procedû ^ Phis 
provision requhes the operation ofback-up or auxiliary facilities or similar systems which are mstaĥ  
only when me operation is necessary to achieve compliance with the conditions ofthis permit. 

R Disposal ofSolids or Sludges 

Solids, sludges or omerpollutantsremovedmthe course of treatment or management ofpollutants shall be dispose 
mamanner so as to prevent any pollutant from such materials from entering state waters. 

SD Duty to Mitigate 

The permittee shall take all reasonable steps to mmimizeorprevent any discharge or sludge use or disposalinviolation 
of mis permit which hasareasonable likelihood of adversely affectmg human health or m^ 

T̂  Need to Halt or Reduce Activity notaDefense 

It shall not beadefensemraperminee in an enforcement action mat it would have beennecessary to halt orreduce the 
permitted activitymordertomamtam compliance with me conditions ofthis permit. 

T "Bypass" means me mtentionai diversion of waste streams ftomanyportion of The permittee 
may ahow any bypass to oeenrwbieb does not eanseeffiuent limitations to be exceeded, bmoniyifitaisoisfor 
essential maintenance to assure efficient operation. These bypasses are not subject to me provisions ofParts 11, 
andU3 

a. Anticipated bypass ifmepermineeknowsmadvanceoftheneedforabypass,priornoticeshahbesnbnhtted, 
ifpossibie at ieast ten days before the date ofthe bypass. 

b. Unanticipated bypass. Phepernntteeshaii submit notice of an tmanticipated bypass as reqniredmPartf^ 

3. Prohibition ofbypass. 

a. Bypass is prohibited, and me Board may take enforcement action againstapermittee for bypass, unî ^ 

u. Bypass 

2 Notice 

1) Bypass was unavoidable to prevent loss of life, personal injury, or severe property damage; 
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2) There were no feasible alternatives to me bypass, such as the use of auxiliary treatment facilifi^^ 
ofuntreated wastes, or maintenance during normal periods of equipment downtime. This condition is not 
satisfied ifadequate back-up equipment should have been installed in the exercise of reasonable 
engmeermgjudgment to preventabypass which occurred durmg normal periods of equipment downtime or 
preventive maintenance; and 

3) The permittee submitted notices as required under Part 11.U.2. 

b. The Board may approve an anticipated bypass, aherconsidermg its adverse effects, i f me Board deterr^ 
it will meet me three conditions listed above in Part ll.U.3.a. 

^ Upset 

T An upset constimtes an affirmative defense to an action brought for noncompliance w i m t e c ^ 
effiuent limitations ifthe requirements ofPartll.V.2. are met. A determmation made during administrative review 
of claims mat noncompliance was caused by upset, and before an actionfor noncompliance, is notafinal 
adnnnistrative action subject to judicial review. 

2. A perrmnee who wishes to establish me affirmative defense of upset shall demonstrate,^ 
contemporaneous operating logs, or otherrelevant evidence that: 

a. An upset occurred and that the permittee can identify the cause(s)ofthe upset; 

b. The permittedfacility was at me time being properly operated; 

c. The perminee submitted notice ofme upset as required in Part ITT; and 

d. The permittee complied with any remedial measures required under Part IPS. 

3. m any enmrcementproceedmg, me permineeseekmg to establish me occurrence of an upset has me b 
proof. 

W^ Inspection and Entry 

The perrmnee shall allow me Director, or an aumorized representative, upon presentafion of crede 
documents as may be required by law,to: 

1. Enter upon me permittee's premises wherearegulatedtacility or activity is located or conducted, or where records 
must be kept underthe conditions of this permit; 

2. Have access to and copy,at reasonable times, any records mat must be kept underme conditions ofmis permit; 

3. mspectatreasonable times anyfacilities, equipment (mcludmgmonitormg and connol equipment), p 
operationsregulatedorrequiredunderthispermit; and 

4. Sample or monitor at reasonable tm^es,mr me purposes ofassurmg permit compliance or as omerwise 
the Clean Water Act and the State Water Control Eaw,any substances or parameters at any location. 

Porpurposes of mis section, me time for mspection shall be deemed reasonable durmg regular bus^ 
wheneverthefacility is discharging. Nomingcontamedherem shall make an mspectionumeasonable during an 
emergency. 

Ĉ Permit Actions 

Pernhts may be modified, revoked and reissued, orterminated for cause. The filing ofarequest by the permitteefora 
pernnt modification, revocation and reissuance, or 
noncompliance does not stay any permit condition. 
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^ Transfer of permits 

1. Permits are not transferable to any person except afternotice to me Department. Except as provided in Part 11.Y.2., 
apermit may be transferred by me permittee toanew owner or operator only iftbe permit bas been modified or 
revoked and reissued, orannnormodification made, to identify me new pernnnee and mcorporatesucbo^ 
requirements as may be necessaryunder me State Water Control Law and tbe Clean Water Act. 

2. As an alternative to transfers under Part 11Y.1., mis permit may be automaticallynanst̂  

a. Pbe current permittee notifies the Department at least 30 daysmadvance of tbe proposed transfer ofm^ 
me facility orproperty; 

b. Pbe notice mcludesawrinen agreement between me existmg and newpermineescontammgaspecificdate^ 
transfer of permit responsibility,coverage, and liability between tbem; and 

c. T̂ e Board does not notify tbeexistmgperminee and me proposed newpermitteeofitsmtent 
revoke and reissue tbe permit. Ifmis notice is not received, me transfer is effective on tbe date specified in tbe 
agreement mentioned in Part ll.Y.2.b. 

^ Severability 

Pbe provisions oftbis permit are severable, and ifany provision oftbis permit orme application of any prov^ 
permit to any circumstance is beldmvalid, me application ofsucb provision to omer circumstances, 
mis permit, sball not be affected thereby. 


